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(1) INSTALL NEW AR HANDLING UNIT #1. SEE COIL PIPING DIAGRAM. 0| 0 Z &y E10 <F
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(2) INSTALL NEW AR COOLED CHILLER (CH—1) WITH CONCRETE PAD. SEE PIPING DIAGRAM. L (2 % = ;39, Z
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o - O
(3) ROUTE NEW CHILLED WATER PIPING ABOVE GROUND TO BOILER ROOM. PROVIDE SUPPORTS. (] Q Q Q = Eg %3&‘ 5
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(4) ROUTE NEW CHILLED WATER PIPING 15 ABOVE FLOOR TO AHU—1, ST-1 AND CHWP-1 O &) S &
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(5) ROUTE NEW HOT WATER PIPING 15’ ABOVE FLOOR TO B—1, HWP—1 AND AHU-1. “ AHU=T E 2w | %
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(6) CONNECT NEW HOT WATER PIPING TO EXISTING HOT WATER PIPING. 2"%? E 57 | o
(7) INSTALL NEW BOILER WITH FLUE THROUGH THE ROOF. EXISINTING ROOF PENETRATION WILL 2" 0 =’—¥2" ~ ol
HAVE TO BE ENLARGED FOR NEW FLUE. . 0 ol &
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INSTALL NEW CHILLED WATER PUMP (CHWP-1). © 14 2
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(9) INSTALL NEW HOT WATER PUMP (HWP-1). Mﬁ"%ﬁ 2-1/2" =
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PROVIDE PIPING STRAPS TO WALL. — - - O = ) o
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(11) INSTALL COMPLETE NEW REFRIGERATION SYSTEM INCLUDING CONDENSERS, EVAPORATORS, ST-1 =, [Ele E
REFRIGERANT PIPING, DRAIN PIPING AND CONTROLS. THE SCOPE IS TO REPLACE THE c e 3" s LE B
EXISTING EQUIPMENT WITH NEW EQUIPMENT OF THE SAME SIZE AND STYLE. THE EXISTING ET-1 AS—1 ¢ |gE |
EQUIPMENT IS COLDZONE. THE POINT OF CONTACT IS DANNY SALCIDO 800-772-2653 C . 0 ) - x Bl B
EXT/ 2272 (WWW.COLDZONE.COM % —
THE EXISTING MODEL NUMBERS ARE: ¢
FU-1 AE26-75B v
FU-2 AE26-75B B—1 =
RU-1 AA26-878B D ©
RU-2 AA26-878B 2
RU-3 AA26-87B o 9 L, m v
RU-4 AA26-878B A= ‘ H:J © | &
CONDENSING UNIT MODEL NO. ETHN-2 L] — w3 | =
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